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Abstract

This paper proposes a novel method to implement
a first-order equivalent thermal parameter (ETP)
model, a commonly used model to provide build-
ing thermal response prediction for advanced build-
ing controls. This method reformulates the existing
implementation method to allow the ETP model to
capture varying heat disturbance and non-linearity
in the zone temperature evolution. It also guarantees
that the prediction from the ETP model is always
reasonable by considering more physical constraints.
To evaluate performance, we implemented an ETP
model with the proposed method for a medium-office
building and predicted the zone temperatures for one
day. Prediction results are compared against those
from an ETP model implemented through a common
approach and a lookup-table model. Results suggest
that the ETP model implemented by the proposed
method can yield more accurate results compared to
the other two models; additionally, the ETP model
implemented by the proposed method demonstrates
similar capabilities in capturing non-linear behaviors
as the lookup-table model.

Introduction

In the United States, buildings consume 74% of the
total electricity production (Energy Information Ad-
ministration, 2017). High building energy consump-
tion not only leads to high operational costs but also
has substantial environmental impacts (Omer, 2009).
While building energy consumption remains an im-
portant concern, over the past decade, buildings have
also been recognized as potentially valuable resources
for realizing a reliable and robust power grid (Dodrill,
2011). To these ends, advanced controls have demon-
strated success in enhancing the energy efficiency of
building operations and its capability to provide grid
services (Fernandez et al., 2017; Huang et al., 2016;
Hao et al., 2017a).

When utilizing advance controls, however, it is im-
portant to avoid any unacceptable sacrifices on the
services buildings provide, including maintaining a
comfortable indoor thermal environment. As a re-

sult, it is often necessary to predict the thermal be-
havior of buildings, indicated by indoor temperature,
in response to control actions and other disturbances,
such as weather conditions or occupant behaviors. In
fact, zone temperature prediction has been gaining
attentions ever since the nineties, and many predic-
tion models have been proposed (Inard et al., 1996;
Crawley et al., 2001; Ruano et al., 2006; Taylor et al.,
2008; Alasha’ary et al., 2009; Lu and Viljanen, 2009;
Mustafaraj et al., 2011; Lin et al., 2012; Huang et al.,
2013; Chinde et al., 2015). Those models can be
categorized into three categories: white-box models,
black-box models, and gray-box models.

White-box models evaluate the temperature evolu-
tion based on the first-principle laws, such as heat
transfer and air flow dynamics, and knowledge of
studied buildings, such as the thermal properties of
the envelope. Provided enough detailed knowledge,
they can yield relatively good prediction accurate but
tend to be computationally intensive (Crawley et al.,
2001).

Black-box models learn the mapping between zone
temperature and the operating condition purely from
historical data, with little requirement on knowledge
of studied buildings. Their accuracy may be subject
to how well the historical data covers all the possi-
ble operating conditions, and thus their extrapolation
capability is questionable. However, their computa-
tional demand is usually low since usually no sophis-
ticated mathematical operations are needed.

Gray-box models first establish the prediction mecha-
nisms with unknown coefficients, based on high-level
information of studied buildings, such as whether the
studied zone is a perimeter zone or an internal zone.
They then estimate the values of the unknown co-
efficients by performing regression on the historical
data. Compared to the white-box methods, the gray-
box methods require less information regarding the
building information, which may be expensive to ob-
tain; while compared to the black-box methods, the
gray-box methods can have better performance in the
extrapolation (Chinde et al., 2015), and thus they de-
pend less on the quality of the historical data.
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Due to their advantages over other models, the gray-
box models are commonly used when developing ad-
vanced building controls (Lin et al., 2015; Hao et al.,
2017b, 2018; Vivian et al., 2017). Frequently, re-
searchers tend to use linear equations when imple-
menting the gray-box models to further simplify the
deployment and minimize computational demand.
Despite their promising nature, existing methods to
implement gray-box models contain three primary
limitations that need to be overcome in order to en-
able large-scale applications:

1. They often have difficulties capturing non-linear
behaviors.

2. They may not be able to consider varying distur-
bances.

3. They may generate unreasonable values for un-
known coefficient during regression.

With the first limitation, there is an obvious diffi-
culty capturing non-linear behaviors with linear equa-
tions, and non-linearity is notably common in build-
ings. For example, the change of the set point may
not immediately affect the zone temperature because
of the thermal or mechanical inertia. With the sec-
ond limitation, disturbances that are present for zone
temperature predictions may not be a function of the
zone temperature. Often defined as the heat gain,
disturbances are usually considered as one constant
term when implementing the gray-box model. How-
ever, disturbances may vary by time. For example,
the solar irradiation is one major heat gain and can
vary dramatically within one day. Having one con-
stant term to represent disturbances may lead to sig-
nificant prediction error. Lastly with the third lim-
itation, as mentioned above, gray-box methods need
to estimate the values of the unknown coefficients by
performing regression analysis. Least square estima-
tion (LSE) (Whittle, 1963) is a popular regression
approach; however, the obtained values do not neces-
sarily have correct physical meanings. For example,
it is possible that the regression results may indicate
the temperature will rise when increasing the amount
of cooling energy.

To address these limitations, we propose a novel
method to implement the first-order equivalent ther-
mal parameter (ETP) model, which is a commonly
used gray-box model. Compared to existing meth-
ods, the proposed method can capture non-linear be-
haviors, better represent the varying disturbances,
and guarantee that the prediction are meaningful.
To evaluate the performance, we applied the pro-
posed method in predicting the zone temperature for
a medium-office building, over the course of one day.
Predictions are compared against two existing meth-
ods: the gray-box model implemented with the LSE
approach and a look-up table, a common black-box
model.

The remaining sections of this paper are organized

as follows. First, we introduce the ETP model and
current implementations. Then, we describe our
proposed method to implement the first-order ETP
model. With the methodology detailed, its perfor-
mance is evaluated through a case study and the re-
sults are discussed. Finally, we present conclusions
and future work.

First-order ETP Model

ETP models represent the thermodynamics of a
building through an electrical circuit analogy with a
lumped thermal resistance R and capacitance C. A
first-order ETP model is based on the First Law of
Thermodynamics described as:

C
dT

dt
=
To − T

R
+ Q̇hvac + w (1)

where T denotes the zone temperature; t denotes the
time; To denotes the outdoor air temperature; Q̇hvac
denotes the cooling/heating energy from the heating,
ventilation, and air conditioning (HVAC) system; and
w denotes the disturbance, such as the solar irradia-
tion. Equation (1) contains three inputs (To, Q̇hvac,
and w) and two parameters (C and R).

Existing Implementation

Equation (1) is a derivative equation and may cause
difficulties in real-world deployment. To simplify the
deployment process, a commonly used implementa-
tion method is described as follows. First, w is as-
sumed to be constant, and a discrete form for equa-
tion (1) is developed:

C
T k+1 − T k

δt
=
T ko − T k

R
+ Q̇khvac + c0 (2)

where k denotes the time step of the prediction hori-
zon; δt denotes the discrete time interval; and c0 de-
notes the constant disturbance.

Then, for the HVAC system that is managed by on-off
control, the cooling/heating energy from the HVAC
system is assumed to be constant when the system is
on. In this case, equation (2) becomes:

C
T k+1 − T k

δt
=
T ko − T k

R
+ skQ̇hvac,r + c0 (3)

where sk denotes the on-off status of the HVAC sys-
tem (0 for off and 1 for on) at the kth time step.
Q̇hvac,r denotes the rated cooling/heating energy pro-
vided by the HVAC system.

Finally, equation (3) is reformulated as:
T k+1 = c1T

k + c2T
k
o + c3s

kQ̇hvac,r + c0

c1 = 1 − δt
RC

c2 = δt
RC

c3 = δt
C

(4)

In equation (4), there are three inputs (T k, To, and
sk) and four parameters (c0, c1, c2, c3). The values of
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the parameters are obtained via regression. As previ-
ously discussed, a commonly used regression method
is a least square regression analysis (or LSE), which
solves the following unconstrained optimization prob-
lem:

min
c0,c1,c2,c3

N∑
i=1

(T k − T̂ k)
2

(5)

where T̂ k is the actual zone temperature sampled at
the kth time step, and N is the number of the data
points considered in the regression.

Proposed Implementation

As mentioned above, the existing method to imple-
ment the ETP model has three major limitations: (1)
They often have difficulties capturing non-linear be-
haviors; (2) they may not be able to consider varying
disturbances; and (3) they may generate unreason-
able values for unknown coefficients during regression.

To address the first limitation, we changed equation
(3) into:

C
T k+1 − T k

δt
=
T ko − T k

R
+ sk−nQ̇hvac,r + c0 (6)

where n is a parameter to reflect the delay between
the time when a control action is made and the time
when the studied zone begins to respond to the con-
trol action.

To address the second limitation, we further modified
equation (6) by assuming that disturbances remain
constant during a short period from the ki−1th time
step to the kith time step:

C1 Tk+1−Tk

δt =
Tk
o −Tk

R1 + sk−nQ̇hvac,r + c10
(0 < k ≤ k1)

...

Ci T
k+1−Tk

δt =
Tk
o −Tk

Ri + sk−nQ̇hvac,r + ci0
(ki−1 < k ≤ ki)

...

CmTk+1−Tk

δt =
Tk
o −Tk

Rm + sk−nQ̇hvac,r + cm0
(ki−1 < k < km)

(7)

where i is the index for the sub-period with constant
disturbances (i=1,2,3...m), and m is the total num-
ber of the sub-periods in the prediction horizon. For
example, a single-day prediction horizon can be di-
vided into a total of m=24 sub-periods, and the index
i=1,2,3...24 represents each hour in the day. Lastly,
Ci, Ri, and ci0 are, respectively, the thermal capac-
itance, the thermal resistance, and the disturbances
at the ith sub-period.

There are many ways to determine the values for ki−1

and ki. The simplest method is to assume the sub-
periods are evenly divided, such as,

ki = i
N

m
(8)

where N is the total number of intervals in the pre-
diction horizon.

To address the third limitation, we conducted the fol-
lowing regression. First, for each sub-period, we re-
formulated equation (7) as:

T k+1 = ci1T
k + ci2T

k
o + ci3s

k−nQ̇hvac,r + ci0
ci1 = 1 − δt

RiCi

ci2 = δt
RiCi

ci3 = δt
Ci

(9)

We then assumed n=0 and solved the following opti-
mization problem:

min
ci0,c

i
1,c

i
2,c

i
3

Ni∑
s=1

(T k − T̂ k)
2

s.t. ci0 > 0

ci1 > 0

ci2 > 0

ci3 > 0

ci1 + ci2 = 1

(10)

where N i is the number of data points that lie in the
sub-period [ki−1,ki].

Second, after obtaining the values for ci0,ci1,ci2,and ci3,
we solve the following optimization problem:

min
n

N∑
i=1

(T k − T̂ k)
2

s.t. n = 1, 2, 3, ...

(11)

By considering more constraints when conducting the
regression, we can guarantee the generated coeffi-
cients are consistent with the laws of physics. The
above optimization problems are implemented and
solved with a Python package called scipy.optimize
(Jones et al., 2001).

In summation, the proposed methodology addresses
all three limitations of existing ETP implementation
methods by reformulating the discrete function and
revising the method to perform the regression. We
expect the proposed method can increase the predic-
tion accuracy and eliminate the possibility of gener-
ating unreasonable results. In the following section,
we evaluate the performance of the proposed method
against existing methods via a case study.

Case Study

In this case study, we considered a real building lo-
cated in eastern Washington, U.S.. The test build-
ing is served by 10 single-zone, constant air volume
rooftop units (RTU). However, we only considered
one RTU and the associated thermal zone in this
study. This section first introduces the thermal zone.
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The training and testing data are then discussed, fol-
lowed by the prediction settings. Finally, we present
the evaluation results and associated analysis.

Thermal Zone

The studied thermal zone, as shown in Figure 1, is
located in the north-west side of the building. It con-
tains four private office rooms (total area: 55.2 m2)
and has one north external wall and four west exter-
nal walls. We selected this thermal zone because it
is isolated from other areas of the building and thus
has relatively less impact from other zones.

Figure 1: Building thermal zone schematic.

The RTU that serves this thermal zone has a rated
cooling capacity of 7 kW and is controlled to main-
tain the average temperature of the four office rooms
in a desired range. When only considering the cool-
ing mode, the RTU has two modes of operation: (1)
occupied and (2) unoccupied (Figure 2). During the
occupied period, the supply fan is operating at a con-
stant speed while the compressor is cycling based on
the average temperature. The compressor is turned
on only when the average temperature is larger than
the cooling set point plus the dead band. Further, the
compressor is not in the lock-off status (the compres-
sor has a minimum off time). The compressor will be
turned off when the average temperature is lower than
the cooling set point minus the dead band. During
the unoccupied period, the fan and the compressor
are both cycling based on the average temperature,
as can be seen in Figure 2.

Training and Testing Data

Training and testing data are sampled every minute
by the building management system. This data in-
cludes the compressor status (on/off), the outdoor air
temperature, the average air temperature, and the
sampled time. The data covers the period of one
month (June, 2017), and only weekdays were con-
sidered in this study. As illustrated in Figure 3, we
selected the data for June 7th as the testing data set
and the rest of the data as the training data set.

Prediction Settings

As mentioned in the previous section, the testing data
set covers one whole day. For the proposed method-
ology, we selected a prediction interval of 1 minute
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Figure 3: The training data and testing data.

and the total number of sub-periods m=24. With
this, the total number of sub-intervals in the predic-
tion horizon N=1,440, and each hour is treated as
one sub-period.

To evaluate the performance of the proposed method-
ology, we compared prediction results with two ex-
isting approaches. First, the existing LSE method
was used to implement the same ETP model as our
proposed methodology. The procedure for LSE is de-
tailed in section First-order ETP Model. For a sec-
ond comparison, we also considered a look-up table
method, a commonly used black-box approach.

The basic idea for the look-up table method is as
follows. First, it divide the continuous space of the
inputs into discrete segments. Then, the discrete seg-
ments are converted into a multiple-dimensional ta-
ble that maps the inputs and the outputs based on
the training data set. Since the look-up table doesn’t
need to assume that there are linear correlations be-
tween inputs and outputs, it is expected to better
represent the non-linear features. Readers can find
more information regarding the look-up table method
in Huang et al. (2018). In this case, there are four in-
puts in the look-up table: outdoor temperature, zone
temperature at the previous time step, the hour in-
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dex, and the compressor status. Since the hour index
and the compressor status are already discrete, only
the outdoor temperature and the zone temperature
at the previous time step need to be discretized. The
discretized interval we considered is 1.11oC (2oF ).

For predicting the zone temperature with all three
methods, we need three inputs: the outdoor tem-
perature, the compressor status, and the zone tem-
perature at the previous time step. To simplify the
evaluation, we assume the outdoor temperature and
the compressor status are obtained through ideal fore-
casts; thus, we used the measured values as the inputs
for the zone temperature prediction rather than pre-
dicted outdoor temperatures and control actions. For
the zone temperature at the previous time step, the
real measurement for the first time step was used,
while for the subsequent time steps, the prediction
result at the previous time step was used as the input
for the current time step.

Results & Discussion

The prediction results indicate that no method pro-
vides a perfect prediction, as can be seen in Figure 4.
The look-up table method generates the worst pre-
diction; from 6:00 to 16:00, its prediction is constant.
This is because the look-up table can’t find the rele-
vant information in the training data set; thus it just
maintains the prediction from the last time step by
default. This validates the statement that the black-
box models rely more on the richness of the train-
ing data set and work poorly when extrapolating the
training data set. The LSE method generates rea-
sonable predictions during unoccupied periods but
worse predictions during the occupied period. We
believe this is due to its inability to capture the vary-
ing disturbances, since disturbances are expected to
change more dramatically during the occupied period.
The proposed method generates the best prediction
among the three methods, especially during the oc-
cupied period. The proposed method produces simi-
lar predictions during unoccupied period to the LSE
method, but much accurate ones during the occupied
period. This indicates that the proposed method pro-
vides a better way to handle the varying disturbances.

Figure 5 shows the detailed results regarding predic-
tion errors. We can see that the proposed method
generates slightly lower prediction error than the LSE
method for the full day prediction; over the full day,
the root mean square errors (RMSE) for the look-
up table, the LSE method, and the proposed method
are 0.631oC, 0.489oC, and 0.263oC, respectively. The
prediction errors for the proposed method are within
the range from -0.75oC to 0.75oC, while those for the
LSE method are within the range from -1oC to 1oC.
The prediction errors for the look-up table method
are within the range from -2oC to 0.8oC. If we
only consider the occupied period, the prediction of
the proposed method is much better than the other
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Figure 4: The full day prediction result.

two methods. The prediction errors for the proposed
method are within the range from -0.4oC to 0.5oC.
Those from the LSE method and the look-up table
method are within the range from -1oC to 0.8oC,
and from -2oC to -1oC, respectively. Since the pre-
diction on the occupied period is more important for
implementing advanced building control, we believe
the proposed method generates much better predic-
tions.
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Figure 5: The full day prediction errors.

As mentioned above, the look-up table method stalls
around 6:00 when the operation condition is not cov-
ered by the training data set. To understand how its
performance changes when the prediction conditions
are fully covered by the training data set, we reduced
the prediction horizon from one day to a short 6-hour
period from 8:00 to 14:00. Figure 6 demonstrates the
prediction results for this shorter prediction horizon.
We can see the look-up table method produces a much
better prediction compared to the full day prediction.
This improvement emphasizes the importance of the
training data set for the look-up table method. The
proposed method produces similar prediction results
to the look-up table method, and the prediction from
the LSE method becomes the least accurate.

In addition, it is worth mentioning there exists no-
table delays between the LSE predictions and the
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real temperature values. For example, at around
11:15, the real zone temperature begins to drop while
the LSE predicted temperature continues to increase.
This indicates that the LSE method fails to capture
the non-linearity that exists in the real data. On
the contrary however, we don’t observe similar de-
lays in both the look-up table method and the pro-
posed method. This result suggests that the proposed
method has similar capability in capturing non-linear
behaviors as the look-up table method.
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Figure 6: The prediction result with a short
prediction horizon (8:00 to 14:00).

Conclusion

In this paper, we discussed the importance of zone
temperature prediction for the development of ad-
vanced building controls and analyzed the advantages
and disadvantages of the exiting methods. Based on
the analysis, we proposed a new method to overcome
the limitations that existing methods face when im-
plementing a first-order ETP model, which is a com-
monly used gray-box model. To validate whether the
proposed method can address the limitations, we per-
formed a case study with real data from a medium
office building in eastern Washington, U.S.

The results indicated that the proposed method can
yield significantly better results compared to the LSE
method and the look-up table method. We believe
that the proposed method’s enhanced prediction per-
formance is largely due to its ability to better ad-
dress the varying disturbances. For the look-up table
method, its prediction accuracy highly depends on
the richness of the training data set. In the case we
considered, since the prediction of the previous time
step will be used as the inputs for the prediction at the
current time step, it is natural that the look-up table
gets stuck at some points. This tendency causes diffi-
culties when deploying look-up table control schemes.
Therefore, we believe the proposed method can gen-
erally reduce the efforts to deploy the zone tempera-
ture prediction while still providing reasonably good
predictions.

Furthermore, the proposed method demonstrated a
similar capability in capturing non-linearity as the
look-up table method. One of the major concerns re-
garding the linear regression model is that they tend
to ignore the nonlinear nature of the studied system.
However, by considering a constant time delay, the
proposed method generates a similar prediction in
terms of non-linearity compared to the look-up ta-
ble method, which typically represents non-linear sys-
tems better than the first-order models.

While this study introduced new constraints to the
optimization problem, we did not investigate how
the proposed method generates better values for the
regression coefficients by considering additional con-
straints. This is because we believe that this feature
can be better assessed when the zone temperature
prediction is integrated with advanced controls. In
that case, we have more chances to use the prediction
in the extrapolation for the what-if scenario analysis
to generate an appropriate control action. As a re-
sult, these considerations will be included in a future
study.

In addition, this study assumed the forecasts of the
outdoor temperature and the control action are ideal.
Thus, we used the measured values as the inputs for
the zone temperature prediction. However, in the
real-world applications, this assumption is unlikely
valid. To provide a more realistic assessment, future
studies will also include the prediction of the outdoor
temperature and the control action in the evaluation.
Furthermore, future investigations will expand upon
this initial case study by testing the model on addi-
tional buildings, HVAC system designs, and in dedi-
cated control applications.
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